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DOC#: SLK-DD-5-01-L-120125

C

Last saved on: Monday, December 1, 2025; In the interest of continuous improvement, drawing subject to change without notice.

8

Panel Should be Removed.

16x8

2. Water Outlet, 1/2" FPT 
3. Condensate Drain, 3/4" 

H
RET. AIR

Should be Lowered to Ground Level and the Top 

PERMISSION OF CGC Group
Horizontal Hybrid R454B 

DESCRIPTION:

REV:

PRODUCT REVISION(S):

A

SLK 008-015
DATE(MM/DD/YYYY): 12/01/2025

TOP VIEW

FRONT VIEW RH SIDE VIEW

Arrg. 1 Back Return, Front Supply (Right)

Arrg. 2 Back Return, Front Supply (Left)

Arrg. 3 Right Return, Front Supply (Right)

IS PROHIBITED.
Standard Submittal Drawing for Slimkeeper 

Arrg. 4 Left Return, Front Supply (Left)

LEGEND:

331

v) Water Connections are Positioned on the 

iv) For Proper Servicing of the Refrigerant Circuit, the Unit 

L

THE INFORMATION CONTAINED
IN THIS DRAWING IS THE SOLE 

PROPERTY OF CGC Group. ANY 
REPRODUCTION IN PART OR AS

A WHOLE WITHOUT THE WRITTEN 

= Service Clearance

= Direction of Airflow

MIN. SERVICE CLEARANCE 

1. Water Inlet, 1/2" FPT 

(W x H) (W x H)
SUP. AIR

22

6. Hanging Points

vii) Drain Pan is Under Positive Pressure. Trap not Required

ARRG. 1

5. Low Voltage Access, 7/8" Knockout 

Standard Draw Through Unit

REQUIRED

A B

24" 18"

W L

PHYSICAL DATA [in]

4. High Voltage Power Cord Complete 
with NEMA 6-15 Plug 

vi) This Unit is a Blow Through Unit instead of CGC Group's 

4

Same Side as the Return Air.

REMARKS: 

i) One Disposable Fiberglass Filter Included. 
(10" x 20" x 1") 

ii) Rubber in Shear Isolation Included. 
iii) Arrangement 1 is Shown to Provide Essential Dimensions. 
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