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RIGHT SIDE VIEWFRONT VIEW

FRONT OF UNIT

Front Return/Right Supply

Front Return/Left Supply

NOTES:
Water Inlet, 1/2" FPT1.
Water Outlet, 1/2" FPT2.
Condensate Drain, 3/4" Tube3.
High Voltage Power Cord 4.
Control Panel Cover5.
Disposable Fibre Glass Filter, 12" x 20" x 1"6.

LEFT SIDE VIEW

REMARKS:
Drain Pan is under positive pressure. Trap not requiredi.
Front Return / Left Supply arrangement is shown.ii.
For proper services of the refrigerant circuit, the unit iii.
should be lowered to ground level and the top panel 
should be removed.
This unit is a Blow Through unit instead of CGC Group's iv.
standard Draw Through unit.
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Arrangement #1
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