
Bulldog Vertical Stack 
Chassis Plug In Play

Vertical Stack Units
(Cabinet with ERV)



Step 1: Cabinet Install

Discharge options, 
front-side rear

Mount drywall directly 
onto cabinet

T-Stat location senses 
true return air

Optional riser knockout

Optional electrical 
receptacle location

Electrical receptacle 
location

Optional riser knockout



Swaged ends Condensate Riser

Riser knockout

Supply/Return Risers

Step 2: Install Risers 
(Complete with shut off valves)



The shut off valves and the electrical outlet can be seen 
from inside the cabinet.

The thermostat wires are brought into the cabinet.

The front panel clips are installed in the cabinet.



Step 3: Install studs around cabinet or install drywall 
directly onto the cabinet

Drywall installed and the cabinet remains empty of any 
refrigeration or electrical components throughout the

construction site period.



Once the site is clear of any dust and debris, clean and
finished, the chassis will ship and is slid into the cabinet.

The hoses are attached to the risers, and the electrical cord 
gets plugged into the outlet.

The hoses and electrical 
cord shipped already 

attached to the chassis.



Refrigeration Chassis and ERV installed in cabinet equipped
with a hinged door.
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